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NOTES:-
ALL DIMENSIONS TO BE SITE VERIFIED PRIOR
TO THE START OF WORK.

Kitchen Area Calculation

Total Area:
ground Floor Area = 138 M?
138 x10.764= 1485f

Kitchen used area = 61.44m?
=61.44x10.764 = 661 f?

PERCENTAGE OF KITCHEN AREA= 44 .59
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AIR FLOW CALCULATION

FRESH AIR INTAKE

720 CFM

INFILTRATION

180 CFM

EXHAUST AIR DISCHARGE

900 CFM

446.0
277.0

352.0
172.0

AIR FLOW CALCULATION

KITCHEN TOTAL VOLUME(62.86X3.80)m>7238.8m>
2570 2

RECUIRED CFMZ TOTAL AREA X AIR CHANGESHOURS
60

REZUIRED CFM~ 2570 X20
60

REQUIRED FRESH AIR= 856.6=900 CFM
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NOTES:-

ALL DIMENSIONS TO BE SITE VERIFIED PRIOR
TO THE START OF WORK.
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PROPOSED DUCT RUNNING ELEVATION

NOTES:-

ALL DIMENSIONS TO BE SITE VERIFIED PRIOR
TO THE START OF WORK.

REV DESCRIPTION

REFERENCES

DESCRIPTION

REVISIONS

BUSINESS PARTNER :
PREPHERO RESTAURANT LLC

ENTITY / OWNER - ‘

LOCATION: SHOP#18 & 20, SPAIN CLUSTER T
AL WARSAN FIRST
DUBAI
L UAE
FITOUT AGENT / CONSULTANT -
INSIGHT INTERIOR DECORATION LLC

PO Box: 48506,Dubai,UAE
idxb2020@gmail.com

FITOUT CONTRACTOR : ]

MEP SUB CONTRACTOR :
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SCALE DATE FLOT DRAWN BY
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NOTES:-

Capacity Trap Dimentions connectiof e i ; ALL DIMENSIONS TO BE SITE VERIFIED PRIOR
- Automatic dosing pumpé& control system : :
(Liters) | L(mm) W(mm)| H(mm) | C(mm) TO THE START OF WORK
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